
MATERIAL:    SEE ADS-4574-01
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NOTES COMPONENT CODES

WIRE COLOR CODE
BK......BLACK
BR......BROWN
BL.......BLUE

G........GREEN
GY......GRAY
O........ORANGE

PR......PURPLE
R........RED
W.......WHITE
Y........YELLOW

 

WIRING INFORMATION

WARNING
-CABINET MUST BE PERMANENTLY GROUNDED
AND CONFORM TO I.E.C., N.E.C., C.E.C.,
NATIONAL WIRING REGULATIONS, AND LOCAL
CODES AS APPLICABLE. 

REPLACEMENT WIRE
-MUST BE THE SAME SIZE AND TYPE
OF INSULATION AS ORIGINAL  (105C. MIN.)

-FIELD INSTALLED
-FACTORY STANDARD
LOW  VOLTAGE

-FIELD INSTALLED
-FACTORY OPTION
-FACTORY STANDARD
LINE VOLTAGE

ORIGINAL RELEASE
NO.:
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MAKE EXACTLY
7.0 IN X 10.0 IN. WHITE BACKGROUND
WITH BLACK PRINTING 

JUMPER USED IN PLACE OF PFC
ON 1/2 HP MOTOR MODELS

DOWNFLOW
BLOWER INDUCED DRAFT
TWO STAGE 80 PLUS ECM

 GAS FIRED, FORCED AIR FURNACE
W/ ECM MOTOR & ECO NET
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